
AMENDMENT No:-1

Tender Notice No: UGVCL/SP/lll/907l 3-Phase Static (10-60) Amp. Meter

(A) Bidders are requested to note that fottowing amendments are
made for the technical specification.

fn Technical specification clause no.15.6 (page no.14 of 341 : salient
Features: Annexure-lll and Annexure-lV are attached herewitn.

This amendment is to be duly signed and sealed and to be submitted along with
technical bid.

other terms and conditions for tender remain unchanged.

Be in touch with web sites www.uqvct.com & www.uqvct.nprocure.com titt opening
of the tender' 

yours Faithfutty

Chief Engineer (P)
UGVCL: Mehsana
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ctRcutT DTAGRAM FOR TEST JIG TO TNTRODUGE"CHOPP-ED AC tN NEUTRAL
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ANNEXU/eg -

CIRCUIT DIAGRAM FOR DC PULSATING SIGNALS IN NEUTRAL
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